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INTER-CONNECT DRAWING - PF400, STYLE A, W/LINE REACTOR
3-50HP @ 208VAC & 3-150HP @ 460VAC
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2 WHEN IN "AUTO MODE" SPEED REFERENCE WILL
COME FROM 0-10V SOURCE WIRED TO ANALOG

INPUT #1. IF 4-20mA SOURCE IS TO BE USED,
WIRE TO ANALOG INPUT #2 AND CHANGE PARAMETER
PO38 [SPEED REFERENCE] =3 "ANALOG In2".
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IF FREEZE/FIRE STAUS INTERLOCK IS USED, THE
JUMPER WIRE FROM TERMINALS 1 TO 3 MUST BE REMOVED.

3

IF THE INTERLOCK CONTACT IS USED, THE JUMPER
FROM TERMINALS 1 TO 3 MUST BE REMOVED AND
THE JUMPER WIRE FROM TERMINALS 3 TO 11 SHOULD

4

BE RELOCATED TO CONNECT TERMINALS 1 TO 11.
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